SINGLE PASS FILTER REGENERATION

Back to Menu

> 5,500 300 > 5,500.0 300
1. 98 0 ™ |
O, 495013 270 71 4950013 270 A
w () I 10 ] |/
= 10 1S 10 ] | ASVRIRRRRIRIPNRIGHARNRIRNRHNNR R R INRIRIN
4,400 ,5 240 4,400.04 % 240 \
& 19 1, 19 ] MAAY )
_,' 3,850 — 3:' 210 — :’.I 3,850.0 — :t' 210
g 07 0 1377 [
4 “Hw Jw 4
E 3,300 'zl 180 — n:l 3,300.0 — n:l 180
1 4 e Jee ]
% 2750 < 150 < 27500 < 150
= P 14 3 ~
N' 2,200 gl 120 — u‘-_,l 2,200.0 — "‘"l 120 l
0 b b 1w b
S S R I < I I\
W 1650~ 90 w' 165007 90 \
: P 1< ln ]
4 4<% . .
) 1,100—ml 60—(‘,‘, 1,100.0—mI 60 A
I i i i i
S O WA
3 550 0. 30— E 550.0— 2 30 A
o ] 1a ] ] M o~
(e 0— 0.0— 0 LIS L L L L L L L B |||||||||||||||||||||||||Tﬁﬁ_l_
6:57:38 AM 10:29:44 AM 2:04:04 PM 5:36:10 PM 9:10:30 PM 12:42:36 AM 4:16:56 AM 7:49:02 AM 11:21:09 AM
3/25/2011 3/25/2011 3/25/2011 3/25/2011 3/25/2011 3/26/2011 3/26/2011 3/26/2011 3/26/2011
X-Axis
Pen Name Description Value| Eng Units High Over Range Low Over Range
— PAB_S1.TE_54 AR REAL_C.F... | O2 filter internal temperature C (F_CV) 2572 | C 261.6 24.5
=— PAB_S1.AE_151 HAR REAL _P...| O2 Filter Near Dewpoint Meter ppm (... 164.3 | ppm v/v 4,794.4 9.2
— PAB_S1.TE_216 AR _REAL _C.... | Molecular Sieve Internal Temperatur... 250.5 | deg C 256.3 20.5
— PAB_S1.AE_52_HAR_REAL_P... | O2 Filter Far Dewpoint Meter ppm 294.9 | ppm v/iv 5,470.7 9.4
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